
S.W. 11-28-01 AUTOCAD FILE

VILLAGE WATERMAIN

WATER SERVICE LINE (SIZE BASED ON
FIRE SPRINKLER CALCULATIONS)

CONTROL VALVE

BUILDING WALL

CONTROL VALVES

RADIO REMOTE
WATER METER

TO DOMESTIC SYSTEM

1"

PRESSURE GAUGE

DOUBLE CHECK VALVE

PRESSURE GAUGE
FLOW SWITCH
(CONNECTED TO SMOKE DETECTORS) 

(SIZE BASED UPON CALCULATIONS)
FIRE SPRINKLER SERVICE LINECONTROL VALVE

TO FLOOR DRAIN OR OUTSIDE

TO FIRE SPRINKLER SYSTEM

CONTROL VALVE (B-BOX)

C.J.C. 01-29-08 AUTOCAD FILE

REVISIONSVILLAGE OF WHEELING
SPECIFICATIONS AND DETAILS

FILE LOCATION
WATER SERVICE SYSTEM -

TOWNHOME

VILLAGE OF WHEELING
ENGINEERING DIVISION
2 COMMUNITY BOULEVARD
WHEELING, IL 60090
WWW.WHEELINGIL.GOV N:\ENGINEERING\STANDARDS\

WATER


